
Lead in Schools Sample Results - Report
Facility HIGHLAND PARK ELEMENTARY, MID-DEL

Outlet Code  ResultSample ID  Units

First Draw
 ResultSample ID  Units

30 Second Draw
Sampling Date

1-1-A1-CF1 1-1-A1-CF1-P-001 5.3 µg/L 1-1-A1-CF1-F-002 <1.0 µg/L11/16/2021

1-1-A1-CF2 1-1-A1-CF2-P-001 7.8 µg/L 1-1-A1-CF2-F-002 <1.0 µg/L11/16/2021

1-1-A1-DW 1-1-A1-DW-P-001 5.5 µg/L 1-1-A1-DW-F-002 1.1 µg/L11/16/2021

1-1-A2-CF1 1-1-A2-CF1-P-001 <1.0 µg/L 1-1-A2-CF1-F-002 <1.0 µg/L11/16/2021

1-1-A2-DW 1-1-A2-DW-P-001 <1.0 µg/L 1-1-A2-DW-F-002 <1.0 µg/L11/16/2021

1-1-A3-CF1 1-1-A3-CF1-P-001 3.5 µg/L 1-1-A3-CF1-F-002 <1.0 µg/L11/16/2021

1-1-A3-CF2 1-1-A3-CF2-P-001 <1.0 µg/L 1-1-A3-CF2-F-002 <1.0 µg/L11/16/2021

1-1-A3-DW 1-1-A3-DW-P-001 <1.0 µg/L 1-1-A3-DW-F-002 <1.0 µg/L11/16/2021

1-1-A4-CF 1-1-A4-CF-P-001 1.4 µg/L 1-1-A4-CF-F-002 <1.0 µg/L11/16/2021

1-1-A4-DW 1-1-A4-DW-P-001 2.3 µg/L 1-1-A4-DW-F-002 <1.0 µg/L11/16/2021

1-1-A5-CF1 1-1-A5-CF1-P-001 1.3 µg/L 1-1-A5-CF1-F-002 <1.0 µg/L11/16/2021

1-1-A5-DW 1-1-A5-DW-P-001 <1.0 µg/L 1-1-A5-DW-F-002 <1.0 µg/L11/16/2021

1-1-A6-CF1 1-1-A6-CF1-P-001 519 µg/L 1-1-A6-CF1-F-002 <1.0 µg/L11/16/2021

1-1-A6-CF2 1-1-A6-CF2-P-001 8.4 µg/L 1-1-A6-CF2-F-002 <1.0 µg/L11/16/2021

1-1-A6-DW 1-1-A6-DW-P-001 4.5 µg/L 1-1-A6-DW-F-002 <1.0 µg/L11/16/2021

1-1-A7-CF1 1-1-A7-CF1-P-001 1.3 µg/L 1-1-A7-CF1-F-002 <1.0 µg/L11/16/2021

1-1-A7-CF2 1-1-A7-CF2-P-001 1.4 µg/L 1-1-A7-CF2-F-002 <1.0 µg/L11/16/2021

1-1-A7-DW 1-1-A7-DW-P-001 <1.0 µg/L 1-1-A7-DW-F-002 <1.0 µg/L11/16/2021

1-1-A8-CF1 1-1-A8-CF1-P-001 <1.0 µg/L 1-1-A8-CF1-F-002 <1.0 µg/L11/16/2021

1-1-A8-CF2 1-1-A8-CF2-P-001 2.9 µg/L 1-1-A8-CF2-F-002 <1.0 µg/L11/16/2021

1-1-A8-DW 1-1-A8-DW-P-001 3.2 µg/L 1-1-A8-DW-F-002 <1.0 µg/L11/16/2021

1-1-CAFE-IM 1-1-CAFE-IM-P-001 <1.0 µg/L 1-1-CAFE-IM-F-002 <1.0 µg/L11/16/2021

1-1-CAFE-WC1 1-1-CAFE-WC1-P-001 <1.0 µg/L 1-1-CAFE-WC1-F-002 <1.0 µg/L11/16/2021

1-1-CAFE-WC2 1-1-CAFE-WC2-P-001 <1.0 µg/L 1-1-CAFE-WC2-F-002 <1.0 µg/L11/16/2021

1-1-CUST-KF 1-1-CUST-KF-P-001 <1.0 µg/L 1-1-CUST-KF-F-002 <1.0 µg/L11/16/2021

1-1-GYM-WC1 1-1-GYM-WC1-P-001 <1.0 µg/L 1-1-GYM-WC1-F-002 <1.0 µg/L11/16/2021

1-1-GYM-WC2 1-1-GYM-WC2-P-001 <1.0 µg/L 1-1-GYM-WC2-F-002 <1.0 µg/L11/16/2021

1-1-HALL-WC10 1-1-HALL-WC10-P-001 7.9 µg/L 1-1-HALL-WC10-F-002 6.6 µg/L11/16/2021
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1-1-HALL-WC11 1-1-HALL-WC11-P-001 <1.0 µg/L 1-1-HALL-WC11-F-002 1.2 µg/L11/16/2021

1-1-HALL-WC12 1-1-HALL-WC12-P-001 <1.0 µg/L 1-1-HALL-WC12-F-002 1.6 µg/L11/16/2021

1-1-HALL-WC1 1-1-HALL-WC1-P-001 <1.0 µg/L 1-1-HALL-WC1-F-002 2.3 µg/L11/16/2021

1-1-HALL-WC2 1-1-HALL-WC2-P-001 1.8 µg/L 1-1-HALL-WC2-F-002 6.7 µg/L11/16/2021

1-1-HALL-WC3 1-1-HALL-WC3-P-001 <1.0 µg/L 1-1-HALL-WC3-F-002 <1.0 µg/L11/16/2021

1-1-HALL-WC4 1-1-HALL-WC4-P-001 <1.0 µg/L 1-1-HALL-WC4-F-002 <1.0 µg/L11/16/2021

1-1-HALL-WC5 1-1-HALL-WC5-P-001 26.8 µg/L 1-1-HALL-WC5-F-002 125 µg/L11/16/2021

1-1-HALL-WC6 1-1-HALL-WC6-P-001 9.4 µg/L 1-1-HALL-WC6-F-002 36.6 µg/L11/16/2021

1-1-HALL-WC7 1-1-HALL-WC7-P-001 <1.0 µg/L 1-1-HALL-WC7-F-002 <1.0 µg/L11/16/2021

1-1-HALL-WC8 1-1-HALL-WC8-P-001 <1.0 µg/L 1-1-HALL-WC8-F-002 <1.0 µg/L11/16/2021

1-1-HALL-WC9 1-1-HALL-WC9-P-001 10.0 µg/L 1-1-HALL-WC9-F-002 29.6 µg/L11/16/2021

1-1-KIT-KF 1-1-KIT-KF-P-001 1.4 µg/L 1-1-KIT-KF-F-002 <1.0 µg/L11/16/2021

1-1-LIB-KF 1-1-LIB-KF-P-001 <1.0 µg/L 1-1-LIB-KF-F-002 <1.0 µg/L11/16/2021

1-1-MAIN-KF 1-1-MAIN-KF-P-001 1.3 µg/L 1-1-MAIN-KF-F-002 <1.0 µg/L11/16/2021

1-1-NURSE1-NS 1-1-NURSE1-NS-P-001 80.1 µg/L 1-1-NURSE1-NS-F-002 5.8 µg/L11/16/2021

1-1-NURSE2-NS 1-1-NURSE2-NS-P-001 3.4 µg/L 1-1-NURSE2-NS-F-002 <1.0 µg/L11/16/2021

1-1-PTA-CF 1-1-PTA-CF-P-001 49.0 µg/L 1-1-PTA-CF-F-002 4.0 µg/L11/16/2021

1-1-PTA-DW 1-1-PTA-DW-P-001 14.3 µg/L 1-1-PTA-DW-F-002 2.4 µg/L11/16/2021

1-1-RM10-CF 1-1-RM10-CF-P-001 2.0 µg/L 1-1-RM10-CF-F-002 <1.0 µg/L11/16/2021

1-1-RM10-DW 1-1-RM10-DW-P-001 2.8 µg/L 1-1-RM10-DW-F-002 <1.0 µg/L11/16/2021

1-1-RM11-CF 1-1-RM11-CF-P-001 1.0 µg/L 1-1-RM11-CF-F-002 <1.0 µg/L11/16/2021

1-1-RM11-DW 1-1-RM11-DW-P-001 1.1 µg/L 1-1-RM11-DW-F-002 1.1 µg/L11/16/2021

1-1-RM12-CF 1-1-RM12-CF-P-001 <1.0 µg/L 1-1-RM12-CF-F-002 <1.0 µg/L11/16/2021

1-1-RM12-DW 1-1-RM12-DW-P-001 1.0 µg/L 1-1-RM12-DW-F-002 <1.0 µg/L11/16/2021

1-1-RM13-CF 1-1-RM13-CF-P-001 <1.0 µg/L 1-1-RM13-CF-F-002 <1.0 µg/L11/16/2021

1-1-RM14-CF 1-1-RM14-CF-P-001 <1.0 µg/L 1-1-RM14-CF-F-002 <1.0 µg/L11/16/2021

1-1-RM14-DW 1-1-RM14-DW-P-001 <1.0 µg/L 1-1-RM14-DW-F-002 <1.0 µg/L11/16/2021

1-1-RM15-CF 1-1-RM15-CF-P-001 <1.0 µg/L 1-1-RM15-CF-F-002 <1.0 µg/L11/16/2021

1-1-RM15-DW 1-1-RM15-DW-P-001 <1.0 µg/L 1-1-RM15-DW-F-002 <1.0 µg/L11/16/2021

1-1-RM16-CF 1-1-RM16-CF-P-001 <1.0 µg/L 1-1-RM16-CF-F-002 <1.0 µg/L11/16/2021

1-1-RM16-DW 1-1-RM16-DW-P-001 <1.0 µg/L 1-1-RM16-DW-F-002 <1.0 µg/L11/16/2021

1-1-RM17-CF 1-1-RM17-CF-P-001 <1.0 µg/L 1-1-RM17-CF-F-002 <1.0 µg/L11/16/2021
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1-1-RM17-DW 1-1-RM17-DW-P-001 <1.0 µg/L 1-1-RM17-DW-F-002 <1.0 µg/L11/16/2021

1-1-RM18-CF 1-1-RM18-CF-P-001 3.0 µg/L 1-1-RM18-CF-F-002 <1.0 µg/L11/16/2021

1-1-RM18-DW 1-1-RM18-DW-P-001 4.1 µg/L 1-1-RM18-DW-F-002 <1.0 µg/L11/16/2021

1-1-RM19-CF 1-1-RM19-CF-P-001 <1.0 µg/L 1-1-RM19-CF-F-002 <1.0 µg/L11/16/2021

1-1-RM19-DW 1-1-RM19-DW-P-001 2.0 µg/L 1-1-RM19-DW-F-002 <1.0 µg/L11/16/2021

1-1-RM1-CF 1-1-RM1-CF-P-001 16.5 µg/L 1-1-RM1-CF-F-002 <1.0 µg/L11/16/2021

1-1-RM1-DW 1-1-RM1-DW-P-001 15.9 µg/L 1-1-RM1-DW-F-002 2.0 µg/L11/16/2021

1-1-RM20-CF 1-1-RM20-CF-P-001 1.5 µg/L 1-1-RM20-CF-F-002 <1.0 µg/L11/16/2021

1-1-RM20-DW 1-1-RM20-DW-P-001 <1.0 µg/L 1-1-RM20-DW-F-002 <1.0 µg/L11/16/2021

1-1-RM22-CF1 1-1-RM22-CF1-P-001 <1.0 µg/L 1-1-RM22-CF1-F-002 <1.0 µg/L11/16/2021

1-1-RM22-CF2 1-1-RM22-CF2-P-001 <1.0 µg/L 1-1-RM22-CF2-F-002 <1.0 µg/L11/16/2021

1-1-RM22-DW 1-1-RM22-DW-P-001 <1.0 µg/L 1-1-RM22-DW-F-002 <1.0 µg/L11/16/2021

1-1-RM23-CF1 1-1-RM23-CF1-P-001 4.7 µg/L 1-1-RM23-CF1-F-002 <1.0 µg/L11/16/2021

1-1-RM23-CF2 1-1-RM23-CF2-P-001 1.1 µg/L 1-1-RM23-CF2-F-002 <1.0 µg/L11/16/2021

1-1-RM23-DW 1-1-RM23-DW-P-001 1.5 µg/L 1-1-RM23-DW-F-002 <1.0 µg/L11/16/2021

1-1-RM25-CF1 1-1-RM25-CF1-P-001 1.8 µg/L 1-1-RM25-CF1-F-002 <1.0 µg/L11/16/2021

1-1-RM25-CF2 1-1-RM25-CF2-P-001 <1.0 µg/L 1-1-RM25-CF2-F-002 <1.0 µg/L11/16/2021

1-1-RM25-DW 1-1-RM25-DW-P-001 <1.0 µg/L 1-1-RM25-DW-F-002 <1.0 µg/L11/16/2021

1-1-RM2-CF 1-1-RM2-CF-P-001 2.3 µg/L 1-1-RM2-CF-F-002 <1.0 µg/L11/16/2021

1-1-RM2-DW 1-1-RM2-DW-P-001 5.1 µg/L 1-1-RM2-DW-F-002 1.3 µg/L11/16/2021

1-1-RM7-CF 1-1-RM7-CF-P-001 1.2 µg/L 1-1-RM7-CF-F-002 <1.0 µg/L11/16/2021

1-1-RM7-DW 1-1-RM7-DW-P-001 <1.0 µg/L 1-1-RM7-DW-F-002 <1.0 µg/L11/16/2021

1-1-RM8-BF1 1-1-RM8-BF1-P-001 <1.0 µg/L 1-1-RM8-BF1-F-002 <1.0 µg/L11/16/2021

1-1-RM8-BF2 1-1-RM8-BF2-P-001 1.7 µg/L 1-1-RM8-BF2-F-002 <1.0 µg/L11/16/2021

1-1-RM8-CF 1-1-RM8-CF-P-001 <1.0 µg/L 1-1-RM8-CF-F-002 <1.0 µg/L11/16/2021

1-1-RM8-DW 1-1-RM8-DW-P-001 1.9 µg/L 1-1-RM8-DW-F-002 1.1 µg/L11/16/2021

1-1-TL-IM 1-1-TL-IM-P-001 <1.0 µg/L 1-1-TL-IM-F-002 <1.0 µg/L11/16/2021

1-1-TL-KF 1-1-TL-KF -P-001 <1.0 µg/L 1-1-TL-KF -F-002 <1.0 µg/L11/16/2021

2-1-C1-CF 2-1-C1-CF-P-001 <1.0 µg/L 2-1-C1-CF-F-002 <1.0 µg/L11/16/2021

2-1-C1-DW 2-1-C1-DW-P-001 <1.0 µg/L 2-1-C1-DW-F-002 <1.0 µg/L11/16/2021

2-1-C2-CF 2-1-C2-CF-P-001 5.5 µg/L 2-1-C2-CF-F-002 <1.0 µg/L11/16/2021

2-1-C2-DW 2-1-C2-DW-P-001 11.4 µg/L 2-1-C2-DW-F-002 <1.0 µg/L11/16/2021
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2-1-C3-CF 2-1-C3-CF-P-002 <1.0 µg/L 2-1-C3-CF-F-003 <1.0 µg/L11/16/2021

2-1-C3-DW 2-1-C3-DW-P-002 <1.0 µg/L 2-1-C3-DW-F-003 <1.0 µg/L11/16/2021

2-1-C4-CF 2-1-C4-CF-P-001 <1.0 µg/L 2-1-C4-CF-F-002 <1.0 µg/L11/16/2021

2-1-C4-DW 2-1-C4-DW-P-001 <1.0 µg/L 2-1-C4-DW-F-002 <1.0 µg/L11/16/2021

2-1-C5-CF 2-1-C5-CF-P-001 26.6 µg/L 2-1-C5-CF-F-002 <1.0 µg/L11/16/2021

2-1-C5-DW 2-1-C5-DW-P-001 1.3 µg/L 2-1-C5-DW-F-002 <1.0 µg/L11/16/2021

2-1-C6-CF 2-1-C6-CF-P-001 19.0 µg/L 2-1-C6-CF-F-002 <1.0 µg/L11/16/2021

2-1-C6-DW 2-1-C6-DW-P-001 <1.0 µg/L 2-1-C6-DW-F-002 <1.0 µg/L11/16/2021

2-1-HALL-WC1 2-1-HALL-WC1-P-001 <1.0 µg/L 2-1-HALL-WC1-F-002 <1.0 µg/L11/16/2021

2-1-HALL-WC2 2-1-HALL-WC2-P-001 <1.0 µg/L 2-1-HALL-WC2-F-002 <1.0 µg/L11/16/2021

2-1-HALL-WC3 2-1-HALL-WC3-P-001 <1.0 µg/L 2-1-HALL-WC3-F-002 <1.0 µg/L11/16/2021

2-1-TL-KF 2-1-TL-KF-P-001 <1.0 µg/L 2-1-TL-KF-F-002 <1.0 µg/L11/16/2021

3-1-ART-WC1 3-1-ART-WC1-P-003 1.7 µg/L 3-1-ART-WC1-F-004 <1.0 µg/L11/16/2021

3-1-ART-WC2 3-1-ART-WC2-P-003 1.3 µg/L 3-1-ART-WC2-F-004 <1.0 µg/L11/16/2021

106Total
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